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TREATMENT PERFORMANCE RESULTS

Otto Graf GmbH
Carl-Zeiss-Str. 2-6, 79331 Teningen

EN 12566-3
Results corresponding to EN 12566-3 and S.R. 66

PIA-SR66-1605-1061

one2clean
SBR plant in one two-zone polypropylene tank

Nominal organic daily load 0.27 kg/d

Nominal hydraulic daily load 0.75 m*/d

Material Polypropylene

Watertightness Pass

Structural behaviour (Pit Test) Pass (also wet conditions)

Durability Pass

Treatment efficiency (nominal sequences) Efficiency  Effluent
COD 94.2 % 43 mg/l
BODs 98.0 % 7 mg/l
NH4-N 98.3 % 0.5 mg/l
SS 96.3 % 14 mg/I

Number of desludging Not more than once

Electrical consumption 0.63 kWh/d

Performance tested by:

PIA — Priifinstitut fiir Abwassertechnik GmbH
(PIA GmbH)

Hergenrather Weg 30

52074 Aachen, Germany
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OneZ2clean range and its referring test reports:

Population | Drawing of model of | Watertightness | Treatment | Structural | Durability
Equation ' (EN 12566-3 Efficiency | Behaviour
(PE) Annex A) (EN (EN
12566-3 12566-3
Annex B) Annex C)
Initial type Pass Pass Pass Pass
test (ITT)
PIA2008-WD- | PIA2014- | For wet SKz
5 AT0805-1027b | 216B14.01 | ground 114836/15
conditions
also,
Installation
depth 1.65
m from
inlet invert
3 Pass Pass Pass Pass
PIA2008-WD- | Range For wet SKZ
AT0805-1027b | conformity | ground 114836/15
according | conditions
to S.R. also,
66:2015 Installation
depth 1.65
m from
inlet invert
7 Pass Pass Pass Pass
PIA2008-WD- | Range For wet SKZ
AT0805-1027b | conformity | ground 114836/15
according | conditions
, to S.R. also,
’%:?%—%W i 66:2015 | Installation
i3 ] % depth 1.65
i m from
HELH s inlet invert
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Population | Drawing of model of | Watertightness | Treatment Structural | Durability
Equation | the range (EN 12566-3 Efficiency | Behaviour
(PE) Annex A) (EN (EN
12566-3 12566-3
Annex B) Annex C)
7 Pass Pass Pass Pass
PIA2008-WD- | Range For wet SKZ
AT0805-1027b | conformity | ground 114836/15
according | conditions
to S.R. also,
66:2015 Installation
depth 1.65
m from
inlet invert
9 Pass Pass Pass Pass
PIA2008-WD- | Range PIA2016- | SKZ
AT0805-1027b | conformity | ST-PIT- 114836/15
according | 1509-
to S.R. 1050.01
66:2015
For wet
ground
conditions
also,
Installation
depth 1.65
m from
inlet invert
10 Pass Pass Pass Pass
PIA2008-WD- | Range For wet SKZ
AT0805-1027b | conformity | ground 114836/15
according | conditions
to S.R. also,
66:2015 Installation
depth 1.65
m from
inlet invert
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Population | Drawing of model of | Watertightness | Treatment Structural | Durability
Equation | the range (EN 12566-3 Efficiency | Behaviour
(PE) Annex A) (EN (EN
12566-3 12566-3
Annex B) Annex C)
14 Pass Pass Pass Pass
PIA2008-WD- | Range For wet SKZ
AT0805-1027b | conformity | ground 114836/15
according | conditions
to S.R. also,
66:2015 Installation
depth 1.65
m from
inlet invert
18 Pass Pass Pass Pass
PIA2008-WD- | Range For wet SKZ
AT0805-1027b | conformity | ground 114836/15
according | conditions
to S.R. also,
66:2015 Installation
depth 1.65
m from
(Ll inlet invert
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Otto Graf GmbH
Carl-Zelss-Str, 2-6
DE-79331 Teningen
Germany
Info@graf-.Info

www graf.Info

Zeichnungsinformation
drawlng Information

Artikelinformation
artlcle Informatlon

ezelchnet
grawn CSC

Gewlcht
weight

Datum 06,06.2013

Toleranz

date
lolerance +-3%

Alle MaBangaben in mm
all dimenslon In mm
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